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GENERAL NOTES

UNLESS OTHERWISE NOTED LOW VELOCITY BRANCH
DUCT RUNOUTS TO DIFFUSERS SHALL BE THE SAME
DIAMETER OR FREE AREA AS DIFFUSER NECK. SEE
AR DISTRIBUTION DEVICE SCHEDULE FOR NECK SIZES

AND CAPACITY RANGE.

2. UNLESS NOTED OTHERWSE MEDIUM PRESSURE DUCT
RUNOUTS TO TERMINAL BOXES SHALL BE THE SAME
SIZE AS TERMINAL BOX INLET. DUCT RUN-OUTS TO
VAV TERMINAL BOXES SHALL BE 2" LARGER THAN
INLET SIZE IF BOX IS MORE THAN 15 FT. FROM MAIN
SUPPLY DUCT. TRANSITION TO INLET SIZE 2 FT. FROM
BOX. SEE VAV BOX SCHEDULE FOR TERMINAL BOX
INLET SIZE AND CAPACITY RANGE.
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3. UNLESS NOTED OTHERWSE SIDEWALL GRILLE OR
REGISTER NECK SIZES SHALL MATCH INTERNAL
DIMENSIONS OF SUPPLY OR RETURN DUCTS ATTACHED.

4. PROVIDE FLEXIBLE DUCT ON ALL SUPPLY DIFFUSERS
ABOVE ACCESSABLE CEILINGS. FLEX DUCT SHALL BE
NO LONGER THAN 6' AND SHALL NOT REST ON
CEILING TILES. SEE DETAILS.

5. DUCT PLAN IS SCHEMATIC IN NATURE. CLOSE
COORDINATION BETWEEN TRADES IS REQUIRED. ALL
OFFSETS AND TRANSITIONS ARE NOT SHOWN ON PLAN.

LEGEND NOTES

| | N ; COORDINATE SUPPLY DIFFUSER WITH ARCHITECT.
y. 7 | T 1D COLD SUPPLY NOMINALLY, THE DIFFUSER SHALL BE 2.5" WIDE FLOW
; CorrHQTRSUPPLY BAR DIFFUSER. SUBMIT COLOR SAMPLES FOR
@/ | [C4A-092 ARCHITECTURAL REVIEW AND APPROVAL. ORIENTATION
i OF DIFFUSER SHALL MATCH PATTERN OF WALL SYSTEM.
: SEE ARCH PLANS.
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